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  Mississippi State Penitentiary 
Parchman, Mississippi 

2020 Sanitation Inspection Report 
(June 16-18, 2020) 

  

Facility Name & Address:   
 
Mississippi State Penitentiary                                         
Hwy. 49 West 
Parchman, Mississippi 38738 

 

Inspected By: 
 

Rayford Horton, Environmental Admin.  I 

INSTITUTIONAL SERVICES 
P.O. BOX 1700 

JACKSON, MISSISSIPPI 39215-1700 
                       PHONE 601/576-7693 

Environmental Sanitation 
 

 

 

Deficiency Response 
Unit 29 Bldg. A / Zone A  
Cell 10 no lights  

Cell 11 ceiling hanging outside of cell  

No lights in shower (bottom tier)  

Light fixture hanging (upstairs)  

Cell 42 no lights; no hot water  

No lights in shower (top tier)  

Cell 41 low water pressure at lavatory sink  

Cell 39 toilet leaking from the bottom  

Cell 36 no light fixture                                                                            

Cell 31 no light  

Cell 29 no cold water at lavatory sink  

Cell 25 no cold water at lavatory sink  

Cell 24 hot water at lavatory sink runs 
continuously; tray flap hanging 

 

Cell 22 need light; no hot water at lavatory 
sink 

 

  

Unit 29 Bldg. A / Zone B  

Glass in zone door shattered  

Unit 29 Bldg. B / Zone A CLOSED 

CLOSED  

Unit 29 Bldg. B / Zone B CLOSED 

CLOSED  

Unit 29 Bldg. C / Zone A CLOSED 

CLOSED  

Unit 29 Bldg. C / Zone B CLOSED 

CLOSED  

Unit 29 Bldg. D / Zone A CLOSED 

CLOSED  
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Unit 29 Bldg. D / Zone B CLOSED 

CLOSED  

Unit 29 Bldg. E / Zone A CLOSED 

CLOSED  

Unit 29 Bldg. E / Zone B CLOSED 

CLOSED  

  

Unit 29 Bldg. F / Zone A  

Need floor tile replaced throughout the zone  

1st, 2nd, & 3rd storage room ceiling need 
replacing 

 

Mop sink constantly running water in storage 
room 

 

Several light fixtures need replacing 
throughout zone 

 

Need floor tile replaced throughout the zone  

Unit 29 Bldg. F / Zone B  

No lights throughout zone  

Exposed wires hanging from outlet  
2nd urinal inoperable  
Downstairs shower raw sewage backing up 
in toilet 

 

  

Deficiency  
 

Division 2 Unit 29 
 
 
 

Unit 29 Bldg. G / Zone A  

3rd shower downstairs inoperable  

Cell #1 missing light fixture  

Cell #14 no lights  

Missing receptacle cover by TV  

Cell #23 missing light cover  

Cell #38 No electrical power  

Cell #39 missing light cover  
Unit 29 Bldg. G / Zone B  
Cell 2 no hot water at lavatory sink  

Cell 4 no electrical power  

Cell 9 ceiling has a leak and floods when it 
rains 

 

Cell 10 no lights, no electrical power, pipe 
chase leaks  

 

Cell 11 no lights  
Cell 16 lights will not turn off  

Cell 19 no hot or cold water at sink  
Cell 22 no hot water at sink  
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Cell 29 water constantly runs at sink  

Cell 34 no electrical power, no hot or cold 
water at lavatory sink 

 

Cell 36 ceiling has a leak in cell  

Unit 29 Bldg. H / Zone A  

2nd shower downstairs inoperable  

1st shower upstairs inoperable  

Cell #24-25 no lights  
Cell #30 missing light switch  

Missing Exit sign upstairs  

Ceiling leaking throughout the zone  

Unit 29 Bldg. H / Zone B  

Showers 4, 5 & 6 no lights  

Missing light covers throughout zone  
Unit 29 Bldg. I / Zone A CLOSED 

CLOSED  
Unit 29 Bldg. I / Zone B CLOSED 

CLOSED  
Unit 29 Bldg. J / Zone A  

No Discrepancies No Discrepancies 
Unit 29 Bldg. J / Zone B  

Cell 12 ceiling has a leak in cell  

Cell 14 ceiling has a leak in cell  

Cell 14 ceiling has a leak in cell  

  

Unit 29 Bldg. K CLOSED 

CLOSED  

Unit 29 Bldg. K / Zone A CLOSED 

CLOSED  

Unit 29 Bldg. K / Zone B CLOSED 

CLOSED  

Unit 29 Bldg. L / Zone A  

Cell 5 no hot water at lavatory sink  

Cell 11 ceiling has a leak and flood when it 

rains 

 

Cell 15 ceiling has a leak and flood when it 

rains, light fixture broken, window won’t open 

 

Cell 16 no hot water at sink   

Cell 25 no hot water at sink, no lights  

Cell 26 no hot water at sink, no lights  

Cell 24 no cold water at sink  

Cell 34 no hot or cold water at sink  

Cell 35 no lights   

Cell 40 has holes in the wall  
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Light covers missing throughout zone  

Unit 29 Bldg. L / Zone B  

Cell 1 no electrical power, no hot or cold 

water at sink 

 

Exposed wires hanging from receptacle  

Cell 3 toilet constantly running water  

Cell 7 ceiling leaks when it rains, no electrical 

power 

 

Cell 10 no electrical power  

Cell 11 no electrical power  

Cell 18 no electrical power  

Cell 19 no electrical power  

Cell 16 toilet constantly running water, ceiling 

has a leak 

 

Cell 17 ceiling has a leak  

UNIT 29 Kitchen  

Serving line #3  

Ice machine leaking; too much sanitizer in 

wash cloth bucket 

 

Handle broken on metal ice scoop  

No cold water in handwashing sink-reading 

150 degrees 

 

1 light out above serving line  

Fire extinguisher sitting on ice machine  

Oven #2 and #5 inoperable w/o #102750  

Inmate restroom-3rd urinal button is sticking  

The drain sprout of cook pot #3 is rusty  

Serving line #2  

Ice machine is dirty-red slimy substance 

inside 

 

Fire extinguisher sitting on the ice machine  

No soap dispenser or soap on serving line 

handwash sink 

 

No ice scoop for ice machine  

Dining hall #3 looks good  

Bulk cooler-out of order w/o # 10862  

Serving line #4  

No fly trap w/o #10860 Observed flies on 

serving line 

 

Observed bleach in a Twister Cherry Berry 

Blast bottle on serving line 

 

2 water coolers inside cooler # 1- dirty  

Cooler #2 out of order w/o #102743  
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Need lights inside cooler #3-only 1 light 

working 

 

Serving line #1  

Ice machine out of order w/o #102741  

Observed dead fly on serving table – no fly 

trap 

 

Handwashing sink has no spout-hot water 

shooting up 

 

Only 1 warmer working at Unit 29 – No 

ovens 

 

Unit 29 Gym   

Observed 3 birds inside gym  

Observed holes in wall in women’s bathroom  

Very neat; impressed with barbershop  

 
 

Area II 
(Units 25, 26A-B & Kitchen, 28, 30A-D, 30 Gym, Education, 31, 42)  

 

Environmental Sanitation Date of Inspection: June 05-06, 2017 

DEFICIENCY  
MSP Unit #25  

A-zone   

3rd sink inoperable  

3rd shower missing knobs  

Several lights out throughout zone  

Receptacle inoperable by #42  

Hole above water fountain  

No exit sign front & back  

B-zone  
2 toilets inoperable  

No exit sign at back door  

C-zone  

Hole in wall above water fountain  

Plug switch inoperable on the exit sign  
D-Zone  

Hole in wall by water fountain  
Exit sign missing  
Cube 181-186 light fixture missing   
Lavatory 1 & 3 inoperable  
FOOD SERVICE SANITATION-Unit 25 
Kitchen 

 

No ice scoop for ice machine  
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Two (2) maintenance staff walked through 
kitchen with no hair nets 

 

No water in steam table  

Sink not draining (clogged)  

Chemicals on top of dish machine  
No screen on window in dishwashing 
room 

 

Sanitizer reading low, sanitizer had been 
diluted water 

 

Need sanitizer bucket for dish cloths  

Shattered glass in window dining hall  

AB maintenance staff in kitchen 
unsupervised 

 

MSP Unit #26 A Building  

A-Zone  

Toilets 2,3 & 4 inoperable  

Exit light inoperable  

Water fountain cover missing   
B-Zone  

Toilet 4 inoperable  

Water fountain cover missing  
C-Zone CLOSED 

  
D-Zone CLOSED 

  
E-Zone  

Observed metal fabrication hanging with 
one screw 

 

3rd lavatory sink cold water button sticks  

2nd showerhead needs loose and needs to 
be tightened 

 

Exit light inoperable  

Water fountain cover missing  

Glass near exit door needs replacing  

Door handle broken  

Chemicals (floor stripper, floor wax and 
cleaning supplies) stored in room with hot 
water heater   and ice machine 

 

Ice machine leaking  

MSP Unit #26 B Building  

Zone-A  

1st & 2nd urinal inoperable  

Mop sink constantly running  
Zone-B  

1st, 2nd, & 3rd urinal inoperable  
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4th toilet inoperable  

Observed hole in wall by phone  

Zone-C  

2nd & 3rd sink inoperable  

1st, 2nd, & 3rd urinal inoperable  

Zone-D  

1st,2nd, & 3rd urinal inoperable  

2nd toilet inoperable  

Mop sink constantly running  
Zone-E  

Need floor tile throughout the zone  

1st, 2nd, & 3rd storage room ceiling need 
replaced 

 

Mop sink constantly running water in 
storage room 

 

Several light fixtures missing throughout 
zone 

 

Unit 26 Kitchen-FOOD SERVICE 
SANITATION 

 

Observed three (3) trays sitting by entry 
control room 

 

Two (2) compartments on steam table are 
inoperable  

 

Observed flies present in kitchen area  

Observed window shattered in kitchen  

Unit 26 Barber Shop  

Good-No discrepancies  

UNIT 28  

Zone A  

Missing outlet by water fountain   
Zone B  

Sink leaking in room #90-94  

Inoperable toilet in room #80-84  

Hole in wall in room #62  
  

Zone C  

Beds 97 & 98 lights out  

Cubicle 125-130 light bulb missing  

Room 24 sink leaking  

Cubicle 104-108 no lights  

Showers 1, 2, & 3 constantly running water  

Observed hole in wall near water fountain  

Zone D  

Showers constantly running water  

Room 38 toilet backing up to room 36 toilet  
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Room 35 Observed hole in wall above toilet  

Room 33 light out  

Room 34 push valve leaking from toilet  
Unit 28 Kitchen- FOOD SERVICE 
SANITATION 

 

No scoop in ice machine  

Observed sanitize bucket on top of ice 
machine 

 

No paper towel in dispenser at handwash 
sink 

 

No hand soap in dispenser at handwash 
sink 

 

Observed standing water in cooler  

Four (4) pans of rice stacked in pan from 
dinner previous night-not dated  

 

Observed left over food in a milk crate 
sitting on kitchen table  

 

Too much sanitizer in dishwashing machine  

No garbage can in kitchen, trash bag 
hanging on the wall 

 

Observed torn screen on door and flies 
coming in 

 

Short of cups for feeding (inmates having to 
bring cups from zone for drinking) 
Unsanitary 

 

Steam tables 2 & 4 inoperable  

Unit 28 Barber Shop  

No discrepancy  

MSP Unit #30 A Building  

Zone A  

Bed 20 Observed hole in window screen  

Receptacle cover missing  

Water fountain cover missing &  
inoperable 

 

1st lavatory sink inoperable  

  

Zone B  
4th sink no cold water at sink, 6th sink 
missing pipes 

 

1st toilet inoperable  

3rd,4th, & 6th missing shower heads  

Water fountain inoperable  

Observed missing floor tiles throughout the 
zone 

 

  

MSP Unit #30 B Building  

A-Zone  
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Bed 18 Observed hole in window screen  

Water fountain inoperable & missing cover  

4th lavatory sink inoperable  

5th lavatory sink leaking  

1st, 2nd, 3rd and 5th toilets are inoperable  

B-Zone   

3rd urinal inoperable  

Receptacle outlet inoperable throughout 
entire zone 

 

1st,5th & 6th toilets are inoperable  

Hot water knob missing from sink  

5th shower inoperable  

Observed floor tiles missing from the floor  

MSP Unit #30 C Building  

A-Zone  

Multiple receptacle covers missing  

Water fountain missing & inoperable   

4th, 5th, 6th & 7th lavatory sinks inoperable   

2nd and 3rd toilets inoperable  

1st toilet leaking from the bottom  
B-Zone  

Missing cover on outlet near microwave  

8th sink inoperable  

1st urinal inoperable  

6th toilet missing  

Cover missing on water fountain  

Observed floor tiles missing from the floor  
MSP Unit #30 D Building  

A-Zone  

Receptacle missing cover  

1st, 3rd & 8 lavatory sink inoperable  

1st, 2nd, 3rd and 4th toilets are inoperable  

Several lights out throughout the zone  

Bed 19-21 ceiling leak when it rains, 
observed a hole in the wall 

 

Observed loose wire plugs in back of zone  

Inmates complaining about termites on zone  
B-Zone  

Water fountain inoperable  

6th toilet inoperable  

3rd & 5th showers are missing knobs  
FOOD SERVICE SANITATION-30 Dining Hall  

Observed standing water in dishwashing 
room 

 

Handwashing sinks inoperable  
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No sanitizer in sanitize bucket in dining hall 
#1 

 

No supervisor with keys to open the supply 
room 

 

No cold water in two (2) compartment sink  

Chemical packs out on serving line in dining 
hall #2  

 

Observed piles of disposed food in grease 
trap at back of kitchen 

 

FOOD SERVICE SANITATION-30 Kitchen  

Observed chemicals on serving line with 
baked foods (cake) 

 

Cooler 4 Observed food in pans with no 
dates or labels 

 

Freezer B observed three (3) pans of 
carrots not labeled & full of water 

 

Observed dirty dishes stacked with clean 
dishes 

 

Cooler A - Observed processed meat in a 
pan with a drink bottle containing an 
unknown substance lying on top of it 

 

Cooler A - Observed processed meat 
stacked on top of fresh vegetables (cross 
contamination) 

 

Observed a bag of flour in dry storage area 
torn opened and unsecured 

 

Observed roaches crawling in dry storage 
area 

 

Observed breadcrumbs and food in corners 
of dry storage 

 

Observed a butane tank (flammable) from 
the forklift stored inside the kitchen 

 

MSP Unit #30 ABE  

Toilet inoperable  

MSP Unit #30 A&D School  

1st urinal inoperable (1st restroom)  

3rd sink inoperable  

MSP Unit #30 Gym  
2nd & 5th lavatory sinks inoperable  

1st & 3rd toilet inoperable, 1st toilet won’t 
flush, 3rd handle broke 

 

MSP Unit #31  

A-Zone  

Room 5 (121) commode button leaking  

1st urinal leaking on top  
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Observed a new dishwasher sitting outside 
in back of the kitchen area uncovered 

 

B-Zone  

1st & 3rd commode inoperable  

Handle broken on 3rd shower  

1st shower inoperable  

C-Zone  

Room 147- 148 no air  

Room 146 observed spider webs  

D-Zone  

Room 170 observed exposed wires  

Observed paint peeling in the shower  

Observed ceiling in wet area with peeling 
paint 

 

1st lavatory sink cold water pressure low  

MSP Unit #31 Food Sanitation  

Kitchen sanitize bucket has too much 
sanitizer 

 

Kitchen three (3) compartment sink has too 
much sanitizer 

 

Observed booster for dish machine with 
exposed wires 

 

No sanitizer reading on dish machine – 
sanitizer has been diluted with mostly water 

 

MSP Unit #42 - Hospital  

Kitchen  

Kitchen three (3) compartment sink has too 
much sanitizer 

 

42-Laundry  

Good-No Discrepancy No Discrepancy 

42-Supply Room  

Good-No Discrepancy No Discrepancy 

Westward  

Room 215 door lock is loose  

Offender shower lock on door is loose  

Isolation 2 vent need cleanings  

Southward   

Shower 1 water pressure low (upstairs)  

no hot water at offender bath/sink   

Tub dirty, hair particles, hot water won’t shut 
off 

 

Room 201 hot water button stuck  

Room 214 hot water don’t work  

Room204 lights not working outside  

Room 203 no hot water at sink  

Room 208 Water off in toilet  
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Eastward   

Offender tub knob is stripped  

Room 227 water pressure low in shower  

Room 223 door lock loose   

Room 224 light out in toilet area, smelled 
tobacco smoke while oxygen was in use in 
two rooms nearby  

 

Room 225 bed D 2nd light out on left side  

Room 230 door lock loose  

 
 

(Unit 32 Central Laundry, Vo-Tech Kitchen)  
 

Environmental Sanitation Date of Inspection: June 08, 2017 

Deficiency  

MSP Unit #32-Laundry  

Urinal leaking when flushed  

2nd toilet inoperable  

Laundry machines 4, 5 & 6 inoperable  

Dryers 10, 8, 6, 3 & 2 inoperable  

Vocational School   

Handwashing sink inoperable, knob missing   

Observed food particles on floor   

Three (3) compartment sink leaking  

Observed clean tray racks with dirty pans 
stacked on them 

 

Observed no sanitizer at dish machine  

Observed opened bread under clean pans on 
shelf 

 

Observed an opened can of manwich, hot 
wings, rotel sauce, bread, & chicken patties on 
left out on kitchen table 

 

Cooler has beans, potato salad & cornbread 
with no dates or labels 

 

Upright floor cooler leaking and had still water 
inside 

 

Observed a pair of work gloves, wooden stick, 
paper, salt & pepper packs on top of warmer 
at the serving line 
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Processing Kitchen 

Closed Closed 
Cold Storage  

Observed a bin with damaged foods unlabeled  

Observed two (2) birds inside the storage 
room 

 

Observed a food tray in the bathroom sink  

3rd lavatory sink no cold water  

Metal Fab Building  

Observed biscuits in kitchen cooler uncovered 
and unprotected 

 

Inmate Restroom no cold water, commodes 
inoperable  

 

30 Barbershop   

No hot water at lavatory sink  

Observed barbershop using germicide a 
corrosive floor cleanser to sanitize barber 
clippers and equipment instead of barbicide 

 

30 Dining Hall   

Observed food being prepared with no 
handwash sink available 
 

 

Observed a hole in the wall in dishwashing 
room  

 

Observed food trays on back dock with old 
food in them 

 

30 Kitchen   

Observed Food Trays being stacked before 
properly draining and air drying 

 

Standing water on floor damaging the 
sheetrock 

 

Offenders observed cooking and stirring food 
in steam pots with headphones hanging 
around their necks.  

 

Observed food in dry storage stacked up 
against the wall with no spacing 

 

29 Kitchen   

Observed boxes sugar packs and tea stored 
on bare floor at loading dock near floor drain 

 

Observed only one (1) light working in cooler 
area was dark 

 

No first aid kits in kitchen to treat injuries  

Observed two (2) wooden sticks being used to 
prop open tilt skillets in kitchen 

 

  



14 

 

 
 
 
 
 
 
  

28 Kitchen  

Food on floor under serving line, roach 
observed (Cleaned on site) 

 

Observed an opened bag of waffle mix in 
pantry next to dustpan - (Discarded on site) 

 

Observed Food tray, pop bottle and trash 
behind cooler (Cleaned on site) 
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In an effort to quantify progress toward improved facility conditions, deficiencies were 
tallied by category and a comparison of total deficiencies identified per category was 
made for the 2019 and 2020 SFY sanitation inspections. To ensure a meaningful 
comparison, data was only included for buildings/units open and operational for both 
inspection years. An overall reduction in deficiencies was realized in each category, and 
is represented in Figure 1 below. 

 
 

 
FIGURE 1 – Deficiency Category Comparison For SFY 2019 and 2020 Sanitation Inspections 
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Inoperable Kitchen Handwash Sink 
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Ice Scoop with broken handle

 

 



18 

 

Sanitizer on top of Ice Machine

 

 



19 

 

Foods in cooler with no dates or labels

 

 



20 

 

Bird Nest in Window

 

 



21 

 

Hole in Window

 

 



22 

 

Shattered glass in window

 

 



23 

 

Light out in Shower

 

 



24 

 

Butane tank from forklift stored in Kitchen

 

 



25 

 

Broken Glass in Zone Door

 

 



26 

 

Dead Fly on Serving Line

 

 



27 

 

Spider Webs in Zone Ceiling

 

 



28 

 

Peeling Paint around Bathroom Wall

 

 



29 

 

 

 



30 

 

Ceiling leaks down bathroom Wall

 

 



31 

 

Sanitizer Reading at 200 p.p.m. on dish machine

 

 



32 

 

Wall buckling and paint peeling due to leaks

 



33 

 

Paint peeling from the wall

 

 

 



34 

 

Paint peeling from the ceiling

 

 

 



35 

 

Urinal missing from the wall

 

 



36 

 

Floor tiles missing from the zone floor

 

 



37 

 

Urinal Inoperable

 

 



38 

 

Toilet Inoperable

 

 



39 

 

Hole in wall near water fountain

 

 

 



40 

 

Urinal Inoperable

 

 



41 

 

Toilet Inoperable

 

 

 



42 

 

Dirty vents covered with debris

 

 

 



43 

 

Urinals Inoperable

 

 



44 

 

Lavatory sinks Inoperable

 

 



45 

 

Urinals Inoperable

 

 



46 

 

Exposed wires from Receptacle

 

 



47 

 

Lavatory sink leaking

 

 



48 

 

Window Screen Torn Out

 

 



49 

 

Holes bored in concrete wall

 

 



50 

 

Toilet Inoperable

 

 



51 

 

Showers missing shower heads

 

 



52 

 

Lights out and missing fixtures

 

 



53 

 

Hole in zone wall

 

 



54 

 

Ceiling leaking in bathroom

 

 



55 

 

Light fixture missing from ceiling

 

 



56 

 

Lights not working on Zone

 

 



57 

 

Hole in cell wall

 

 



58 

 

Exposed wiring in back of zone

 

 



59 

 

Exposed Wires in light fixture

 

 



60 

 

Urinal Inoperable

 

 



61 

 

Water fountain missing front cover

 

 



62 

 

Receptacle missing and exposing wires

 

 



63 

 

Sink Clogged

 

 



64 

 

Receptacle missing and exposing wires

 

 



65 

 

Floor Stripper, Floor Wax and Cleaning Supplies 

Stored with Hot Water Heaters

 

 



66 

 

Exposed Food Dumped in Grease Trap Behind 

Kitchen

 

 



67 

 

Chemicals stored underneath serving line with 

baked foods

 

 



68 

 

Food in cooler with no dates/labels

 

 



69 

 

Dirty Pans stored on rack with clean dishware

 

 



70 

 

Processed meat in cooler with drink bottle and 

unknown substance

 

 



71 

 

Pans of Rice stored on table in kitchen

 

 



72 

 

Water leaking inside Inoperable Cooler

 

 



73 

 

Water leaking inside Inoperable Cooler 

 

 

 



74 

 

Corrosive solution (Germicide) used to sterilize 

hair clippers and equipment in barbershop

 

 



75 

 

Roaches in corner of dry storage

 

 



76 

 

Foods in cooler with no dates/labels

 

 



77 

 

Screen torn out back door of kicthen allowing flies 

to come In
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